MOD. 19 - STRIP HEATER
FROM CONTACtor

F11  F12
For primary wiring, see transformer label

Mod. 33 CONTROL TRANSFORMER
X1

F13

TB

1  2

H  N
Customer connections 115VAC & 1A max (side wall mount)

Additional heater (if used)

STRIP HEATER

MOD. 20 - HEATER & THERMOSTAT
FROM CONTACtor

F11  F12
For primary wiring, see transformer label

Mod. 33 CONTROL TRANSFORMER
X1

F13

TB

1  2

H  N
Customer connections 115VAC & 1A max (side wall mount)

THERMOSTAT

Additional heater (if used)

STRIP HEATER

MOD. 20A - HEATER & HUMIDISTAT
FROM CONTACtor

F11  F12
For primary wiring, see transformer label

Mod. 33 CONTROL TRANSFORMER
X1

F13

TB

1  2

H  N
Customer connections 115VAC & 1A max (side wall mount)

HUMIDISTAT

Additional heater (if used)

STRIP HEATER